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Abstract:



The stator side of a double-fed induction generator (DFIG) is directly connected to the grid, so the DFIG is sensitive to a voltage drop caused by power system faults. A double resistors braking method based on fuzzy control is proposed to improve the performance of low-voltage ride through (LVRT) in this paper. Based on the mathematical model of DFIG, it analyzes the function of a series dynamical braking resistor (SDBR) theoretically. The series impedance value of the SDBR is determined by the variation of the rotor’s open circuit voltage, the voltage and current of the stator and the rotor, and also the heat capacity of the SDBR. In order to improve the LVRT capability of a DFIG under different fault grads, a double series resistors braking mode is presented. Through adopting a fuzzy control strategy, double series resistor switching is implemented. With the example system, the correctness and validity of the proposed method is verified.
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1. Introduction


With the rapid development of the wind power industry, large-scale wind farms will have effects on the stability of the power grid. Many countries or units have set guidelines for grid connection and have given specific requirements for low-voltage ride through capability. As the main type of wind power generation, double-fed induction generators (DFIGs) have obvious advantages in flexible grid connection and power tracking; however, for the following reasons, DFIGs are more sensitive to power grid faults: (1) the stator of a DFIG is directly connected with the grid, which is easily affected by the power grid; and (2) the back-to-back converter is connected to the rotor side, and the overvoltage of the power electronic devices in the converter is limited [1,2].



At present, improvement of the low-voltage crossing performance of DFIGs is generally studied in the following aspects: (1) optimization of the control strategy of the DFIG (although these methods have limited low-voltage ride through (LVRT) ability and can only be used for a slight short circuit fault) [3,4,5]; and (2) power electronic equipment [6,7,8] to assist in LVRT including a rotor parallel crowbar circuit, a static synchronous compensator (STATCOM), unloading resistance for the rotor direct current (DC) capacitor, a series dynamical braking resistor (SDBR), etc. The costs of power and electronic equipment are high, which are generally used for serious failure.



Various solutions have been proposed from the two aspects above. On one hand, the optimization of the control strategy solutions is proposed; for example, the virtual damping flux-based strategy can suppress the rotor current during the transient states of grid voltage drop and recovery, the negative sequence current compensation strategy can smooth the electromagnetic torque and reactive power during steady-state faults [9,10]. And the optimization of the control strategy is complex in the period of unsymmetrical faults [11,12,13]. On the other hand, hardware solutions have also been proposed. A DFIG with a crowbar circuit is a very common solution for LVRT [14,15], but this solution is confined to the rotor side, such as limiting DC capacitor voltage and rotor current. A STATCOM can improve the LVRT performance of a wind farm [16], and it is often used in collaboration with crowbar circuits. The SDBR in [17] could improve the LVRT capacity of a DFIG, and the bypass switching control mode uses the method introduced in [18]. They realized the switching function of the SDBR when the fault occurred or removed, but it could not change the switching state according to the degree of failure. The switching strategy of different SDBRs and the effect under different power factors are current research topics [19]. The effective position of the SDBR in the DFIG structure was investigated using different types of switching signals in [20,21], but they have no specific research on the SBDR controller.



In this paper, a double resistors braking method based on fuzzy control is proposed, which is based on the system characteristics of a DFIG at different voltage drop depths. The double resistance switching mode of an SDBR is also designed. The series resistance values are selected by the open circuit voltage and the resistor’s heat capacity. In order to improve the LVRT performance of the DFIG, the fuzzy control mode is used to realize double resistance switching.



Compared with existing LVRT devices, the contributions of the proposed method can be described as:

	(1)

	
There are few studies on the value of series resistance. In addition to the stator and rotor voltage and current, the open circuit voltage and the heat capacity of the brake resistance are considered in this paper, and the range of the braking resistance is designed.




	(2)

	
The proposed double resistance braking mode can reduce active power loss, reduce the work time of each resistor, and improve the service life of resistors under the same LVRT performance.




	(3)

	
The use of a fuzzy control strategy can precisely control two braking resistors, and avoid the instability caused by continuous switching to the system in comparison with the existing methods.










2. Theoretical Analysis of a Series Dynamical Braking Resistor (SDBR) in a Double-Fed Induction Generators (DFIG)


2.1. Basic Structure of an Series Dynamical Braking Resistor (SDBR)


The basic topology of the DFIG with an SDBR on the stator side is shown in Figure 1, and the SDBR is composed of a resistor, a bypass switch, and a controller.


Figure 1. Schematic of a double-fed induction generator (DFIG) with a series dynamical braking resistor (SDBR).
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When the system is running normally, the bypass switch is connected and the resistor is short-circuited. The equivalent impedance of the SDBR is close to zero under this circumstance, which has no impact on the system. In order to improve the low-voltage ride through (LVRT) performance of the system, the bypass switch is opened and the resistor is input when voltage sags occur.




2.2. Mathematical Model of a Double-Fed Induction Generators (DFIG)


In an [image: ] stationary coordinate system, the mathematical model of a DFIG can be expressed as [22]:
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where [image: ], [image: ], [image: ], [image: ], and [image: ] represent the voltage, resistance, current, flux, and inductance, respectively; [image: ] and [image: ] represent the stator and rotor, respectively; [image: ] and [image: ] represent the leakage reactance and mutual impedance, respectively.



[image: ] is the amplitude of the stator voltage at the moment of voltage drop. The stator voltage in the fault period can be expressed as:


[image: ]



(7)







At this time, the stator flux can be expressed as:
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(8)
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(9)




where [image: ] is the initial stator flux at the moment of voltage drop and [image: ] is the time constant of the stator flux.




2.3. Impact of an SDBR on a DFIG’s Low-Voltage Ride Through (LVRT) Capability


The SDBR on the stator side can improve the terminal voltage and restore the stability of the DFIG. The effects of the SDBR are mainly discussed from the two following aspects:



(1) Voltage of the stator side:



The resistance value of the brake resistor installed on the stator side is set as [image: ], [image: ] is the stator voltage vector of the wind turbine generator, and [image: ] is the grid voltage. Thus, we have:


[image: ]



(10)







Substituting (10) into (1), we have:


[image: ]



(11)







Comparing (10) with (11), the stator voltage can be effectively improved by the SDBR on the stator side. Thus, it can improve the LVRT capability of the DFIG under voltage sag.



(2) Stator flux:



Equation (9) can be expressed as [image: ] after the SDBR is installed, so (8) can be expressed as:


[image: ]



(12)







Since [image: ], the time constant of stator flux is increased by [image: ], which increases the reduction speed of the transient direct current(DC) component of the stator flux. Thus, the DFIG can enter the controllable area as soon as possible. The transient process of the wind turbine after failure of the power grid has been shortened, which helps the DFIG system to meet the requirements of the first stage of the LVRT guide for the transient time of the DFIG.





3. Resistance Value Design Method


According to the theoretical analysis, the bigger the resistance values of the SDBR, the greater the voltage drop on the resistance, and the more obvious the effect on the stator voltage. However, if the resistance value is too large, it will increase the power loss and cause instability of the system. Therefore, a suitable series resistance value is needed. The SDBR on the stator side also has a greater impact on the rotor side, so it is too optimistic to select a resistance value only according to the stator voltage and flux. The relationship between the open circuit voltage of the rotor and the series resistance and the voltage sag is analyzed in this paper.



The voltage drop depth is p [23], and the open circuit voltage of the rotor can expressed as:


[image: ]



(13)







When the series brake resistor is connected, (9) and (13) are combined to give:


[image: ]



(14)







The relationship between the amplitude of the open circuit voltage of the rotor, the drop depth of the voltage, and the resistance value of the SDBR can be obtained by (15):


[image: ]



(15)







In order to express the relationship between the open circuit voltage of the rotor, the resistance value of the series brake, and the depth of the voltage drop more intuitively, the following set of data of the 1.5 MW DFIG is taken: [image: ], [image: ], [image: ], [image: ], [image: ]. It can be calculated that [image: ] and [image: ] from (5) and (6); in consideration of the ride-through characteristics for 625 ms in the LVRT guide, a three-dimensional diagram is shown in Figure 2. The z-axis in the diagram is the multiple of the stator voltage [image: ].


Figure 2. Rotor open circuit voltage.
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The relationship between the open circuit voltage of the rotor, the drop depth of the voltage, and the series resistance can be seen in Figure 2. Due to the limited overvoltage in the rotor converter, the DFIG has strict requirements for the open circuit voltage of the rotor during the voltage sag.



Therefore, the open circuit voltage of the rotor is limited to the following condition after the voltage sag:


[image: ]



(16)







According to (16) and Figure 2, it is easy to get the range of resistance values according to the voltage drop degree of the system. For example, if the drop depth of the voltage is 0.9, the upper limit of the resistance value is approximately 0.6 pu.



In addition to the open circuit voltage of the rotor, the series resistance on the stator will also cause changes to other physical quantities. In the 1.5 MW DFIG unit, an SDBR with different values is simulated. The stator voltage and current, the amplitude of the rotor current, and the DC capacitor voltage for the unitary value are shown in Figure 3, where the stator voltage is the valid value, the DC voltage is the amplitude value, and the rotor and stator current are the maximum value.


Figure 3. Current and voltage circumstances of the double-fed induction generators (DFIG).
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It can be seen in Figure 3 that the stator current, the rotor current, and the DC voltage will be reduced with the increase of the series resistance value in a certain range, and the voltage of the stator will also be increased. However, when the resistance value is greater than 0.7 pu, the system will be unstable, and both the stator and rotor current begin to increase. Although the system is still in a stable state, the amplitude of DC capacitance voltage is relatively large when the resistance value of the SDBR is between 0.6–0.7 pu, which will affect the stability of the DFIG. Therefore, the upper limit of the series brake resistance is approximately 0.5 pu, considering the low-voltage crossing guide and the stability of the system.



As the series brake resistance is limited by its own heating capacity, if the brake resistance value is too small, it may cause damage or even destruction of the SDBR because of a large current. This paper calculates the heat dissipation of the series brake resistance. The temperature rise of the SDBR needs to meet the following condition:


[image: ]



(17)




where [image: ] is the temperature increase of the cooling media, [image: ] is the temperature rise of the brake resistance relative to the cooling medium, [image: ] is the maximum allowable temperature increase of the SDBR, [image: ] is the maximum allowable power of brake resistance, and [image: ], [image: ], [image: ], [image: ], and [image: ] are the volume, specific heat capacity, conversion coefficient, heat transfer coefficient, and heat transfer area of the cooling medium, respectively.



It is easy to calculate the lower limit of the series brake resistance from (18):


[image: ]



(18)




where [image: ] is the power correction factor for external brake resistance.



Taking the 1.5 MW DFIG above as an example, the cooling medium is water, [image: ] is 750 K, the correction coefficient is selected to be 7 when the braking time is short, and [image: ] is the rated voltage of the stator at the time of failure. It is calculated that the range of the resistance value is [image: ]. In summary, the value of the resistance in the 0.133–0.5 pu range can not only meet the requirements of the open circuit voltage of the rotor, but can also meet the heat radiation requirements of the brake resistance itself.




4. Double Resistance Switching Based on Fuzzy Control


4.1. Basic Principle of Double Resistance Switching


Due to the possibility of different degrees of voltage sags in the system, if only a resistor is set by the method introduced in the upper section, the larger resistance value will cause great active power loss or even the instability of the system in a slight short circuit fault. So, a type of SDBR with double resistance switching is proposed in this paper.



The voltage of the DFIG falls quickly after a voltage sag, and it also causes the generator to accelerate because of the decrease in electromagnetic torque. Therefore, this paper selects the voltage drop depth p and the angular speed [image: ] of the DFIG as the criteria for double resistance switching. When the depth of the voltage drop is small and the angular velocity of the DFIG is slightly changed, the resistance of the smaller value is put into the system. The resistance of the larger value is put into the system when the depth of the voltage drop is larger or the angular speed of the DFIG is changed greatly. The principle of double resistor switching is as shown in Figure 4.


Figure 4. Principle of double resistor switching.



[image: Energies 11 01155 g004]






In Figure 4, [image: ] and [image: ] are the action voltages of the large resistance and the small resistance, respectively, [image: ] is the rated speed of the rotor of the DFIG, and [image: ] and [image: ] are the angular velocity variations of the rotor of the DFIG, which trigger the larger resistance and the smaller resistance, respectively. The upper and lower limits of the braking resistance are obtained by substituting different action voltages into (16) and (18), respectively. According to the change curves in Figure 3, the resistance value range of the SDBR is obtained.




4.2. SDBR Switching Based on Fuzzy Control


There are different combinations between the voltage of the power grid and the angular velocity of the DFIG rotor in different failure states. At this point, the simple logical processing shown in Figure 4 cannot take all cases into account, thus resulting in inaccuracy. It is necessary to have a more complete corresponding rule to control the switching of the double resistance. In order to consider different fault conditions, based on the double resistor switching principle illustrated in Figure 4, a fuzzy controller switching strategy is designed for double resistor SDBRs. As shown in Figure 5, the basic structure of the fuzzy controller consists of the fuzzification interface, the fuzzy inference mechanism, the defuzzification interface, and the knowledge base.


Figure 5. Fuzzy logical controller structure.
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Based on the basic structure of fuzzy control, the fuzzy controller of the double resistance SDBR is designed according to the following steps:

	Step 1:

	
The voltage drop depth p and the rotor speed [image: ] of the DFIG are selected as the control inputs, and the output is the pulse signal [image: ] that controls the bypass switch.




	Step 2:

	
A higher degree of sensitivity of the more pointed membership function of the curve occurs. In this paper, the membership degree function of the triangle is selected.




	Step 3:

	
As the input amount p is the voltage drop depth, three language variables were selected according to the voltage without falling, with slight fall, or with serious fall. The rotor speed range corresponding to the variable speed section of the DFIG is limited, so the language variables of the two inputs are positive big (PB), zero (Z), and negative big (NB), respectively, and the universe of discourse is [−2,2]. There are also three language variables for the output, namely PB, Z, and NB, and the universe of discourse is [−2,2] as well. The detailed relationship between the membership function and the universe of discourse is shown in Figure 6.


Figure 6. Membership functions of the input and output signals.
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The universe of discourse of the input and output is [−2,2], but the signal collected by the controller is not distributed in this range, so the quantization factor and the proportional factor need to be introduced. The potential range of the voltage drop degree p is [0,1], the degree of voltage drop is treated as follows, and the [image: ] in (19) is the input variable of the voltage drop:


[image: ]



(19)







The transfer rate of the DFIG is s, the stator speed is the unit speed, and the normal rotor speed is [image: ]. According to the speed change range of the DFIG by the existing simulation experiment, the angular velocity of the DFIG is treated as follows, while the input variable of angular velocity is [image: ] in (20):


[image: ]



(20)







The output of the fuzzy controller is the control signal for the bypass switch of the SDBR, and the ratio factor is 1. The output signal is limited, and the limit output range is [−1,1]. The output value of the controller at this time is −1, 1, 0, corresponding to larger resistance, smaller resistance, and no action, respectively.



	Step 4:

	
The common methods of fuzzy reasoning are the Mamdani method and the Sugeno method. In this paper, the Mamdani method is selected, and the mean value of the maximum method is chosen as the defuzzification method.




	Step 5:

	
In order to put different resistances into the system under different fault conditions, according to the experience of experts, operators, and the results of the existing literature, the fuzzy control rules are designed as Table 1:


Table 1. Fuzzy control rules.





	
[image: ]
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The three-dimensional control diagram of the fuzzy controller is shown in Figure 7:


Figure 7. Three-dimensional diagram of the fuzzy controller.
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As seen from Figure 7, the output of the fuzzy controller has two inputs, which are the drop depth of the voltage and the rotor speed of the DFIG. Fuzzy control rules are formulated according to the degrees of voltage drop depth and angular velocity change. The two inputs are passed through the fuzzy controller, and the output is high level, low level, or zero level. The corresponding states of the power grid connected to the DFIG are minor fault, serious fault, or no fault. The output signal of the controller controls the bypass switch of the SDBR and the output value of the fuzzy controller is −1, 1, 0, corresponding to larger resistance, smaller resistance, and no action, respectively.





5. Simulation Result


5.1. Example System


In accordance with the structure shown in Figure 1, a detailed model of the 1.5 MW wind turbine was built by MATLAB/SIMULINK (2013a, MathWorks, Natick, MA, USA), where the wind speed was 12 m/s, the DFIG was connected to the transmission line through the boost transformer, and the step-down transformer was connected to the grid. The control method of the generator side converter was the stator flux-oriented vector control strategy, the field-oriented vector control was used on the grid side, and the generator parameters are shown in Table 2.


Table 2. Double-fed induction generators (DFIG) parameters.





	Rs
	Rr
	Lls
	Llr
	Lm
	p





	0.023
	0.016
	0.18
	0.16
	2.9
	3









According to the method introduced in this paper, the resistance values of the series brake resistances were determined as RD1 = 0.35 (pu) and RD2 = 0.15 (pu), the reference capacity was 1.5 MVA, and the reference voltage was 575 V when the unitary value was calculated. The fuzzy controller was used to control the SDBR bypass switch for larger or smaller resistances.




5.2. Dynamic Responses Analysis


In order to analyze the effect of the double resistance SDBR on the LVRT performance of the DFIG, simulation analysis was carried out in the following two cases:



1. Voltage sag severity



The severity fault was set such that the grid side voltage in the system fell by 85% at 3.2 s, and the fault was removed at 3.5 s.



At this time, RD1 was put into the system shortly after the voltage sag, which was controlled by the fuzzy controller. Comparing the systems with or without the SDBR, the DFIG terminal voltage, active power, DC bus voltage, and rotor current were as shown in Figure 8.


Figure 8. Effect of the SDBR under severe faults. (a) Stator voltage; (b) Active power; (c) DC bus voltage; (d) Rotor current.
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As seen in Figure 8a and b, during a severe grid voltage drop, the input of the SDBR increased the terminal voltage so it could satisfy the requirement of terminal voltage in the LVRT process. After the fault was removed, the recovery procedure of the active power was more rapid and stable, which helped to restrain the acceleration of the DFIG rotor. From Figure 8c and d, it can be seen that when the fault occurred and was removed, the SDBR under fuzzy control effectively limited the DC bus voltage and the rotor current amplitude.



2. Slight voltage sag



The voltage of the grid side fell by 40% at 3.2 s, and the fault was removed at 3.5 s.



At this time, RD2 was put into the system shortly after the failure, under the control of the fuzzy controller. By comparing the SDBR input system and the non-SDBR input system, the terminal voltage, active power, DC bus voltage, and rotor current of the DFIG were as shown in Figure 9.


Figure 9. Effect of the SDBR under lighter failures. (a) Stator voltage; (b) Active power; (c) DC bus voltage; (d) Rotor current.
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From Figure 9, it can be seen that the voltage increase was not as large as that of RD1. However, it met the requirements of the slight fault on the voltage rise of the generator terminals, and it could improve the active power, stabilize the reactive power during the fault period, limit the magnitude of the DC bus voltage and the rotor current, and improve the DFIG LVRT capability.




5.3. Control Strategies Comparison


1. Comparison with the traditional series dynamical braking resistor (SDBR)



Traditional SDBR adopts single resistance switching and a single grid voltage criterion, and the resistance value is calculated in a relatively serious failure condition. Therefore, the resistance value is sometimes too large. This paper adopts the method of double braking resistance based on fuzzy control in order to compare this method with the traditional control mode. The following simulation scenes were set:



Scene 1: Set the grid-side voltage in the system to decrease by 50% at 3.2 s; the fault was deteriorated at 3.4 s where the voltage fell to 90%, and the fault was excised at 3.5 s.



Scene 2: Set the grid side voltage in the system to decrease by 90% at 3.2 s; the voltage fell to 50% at 3.4 s, and the fault was excised at 3.5 s.



The traditional action voltage of an SDBR is 0.5, the resistance value is RD1, the controller output is 1 on behalf of the resistance input, and the 0 is not invested. In scene 1 and scene 2, comparing the traditional SDBR and the SDBR in this paper, the output signals of the controller are as shown in Figure 10.


Figure 10. Output signal of the SDBR controller. (a) Output signal in Scene 1; (b) Output signal in Scene 2.
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As shown in Figure 10a, in the 3.2–3.4 s period of scene 1, the fuzzy controller output a high level. The smaller resistance RD2 was put into the system in this period, and the voltage of the grid side at the input time was 0.76 pu. This is a little larger than the traditional SDBR action voltage, so the resistance input time under the fuzzy controller was slightly ahead of the input time of the traditional SDBR, the fuzzy controller output 0, and the large resistance RD1 input at 3.4 s. In this process, the signal changed with the degrees of the voltage sags, and there was no continuous jump of the control signal, which played a good role in the stability of the system. The controller of the traditional SDBR will only put RD1 into the system according to the drop depth at the beginning. It was removed after the fault disappeared, and the input state of the resistance cannot change according to the change in the voltage sag. The output signal of the fuzzy controller in scene 2 is given in Figure 10b, similar to that in (a), and the fuzzy controller could change the resistance of the SDBR to different values based on the voltage sags.



The traditional single resistance and the double resistance SDBRs in this paper are compared in two scenes, and the active power losses are as shown in Figure 11.


Figure 11. Active power loss of the SDBRs. (a) Active power loss in scene 1; (b) Active power loss in scene 2.



[image: Energies 11 01155 g011]






Figure 11 shows that the active power consumed by the double resistance SDBR controlled by the fuzzy controller was obviously less than the traditional single resistance SDBR. The active power loss of the SDBR can be reduced by using different values of resistance according to the degree of voltage sag, which reduces the quantity of heat caused by the consumption of active power and improves the service life of the SDBR. It can selectively invest or remove resistance according to the different degrees of system voltage sags, which reduces the active loss and realizes flexible and accurate SDBR control.



2. Comparison with other low-voltage ride through (LVRT) techniques



In order to validate the performance of the proposed scheme, the crowbar circuit proposed in [24,25] was chosen as a contrast, and DC chopper circuits are usually used with crowbar circuits. A crowbar circuit and a DC chopper circuit were set to protect the DFIG in the fault duration to improve the reliability of the contrast simulation. The coordinated use of the two devices improved the credibility and accuracy of the contrast simulation. The coordinated control strategy of the two devices is introduced in [26]. The simulation conditions were the same as in [25]—that is, a grid voltage dip of 80% with a duration of 200 ms was considered. The comparison between the double resistors braking method proposed in this paper and the existing crowbar and chopper circuits is as follows:



As can be seen from Figure 12, the crowbar circuit also had the function of limiting the rotor current and DC capacitor voltage on the rotor side. However, Figure 12a and b show that the proposed algorithm had considerable advantages in improving the interruption voltage and stabilizing the active output. The terminal voltage level and active output are important factors of LVRT. Moreover, the number of switching times of chopper circuits is large, which is harmful for the life of resistors and insulated-gate bipolar transistors (IGBTs). For the coordinated control of chopper circuits and crowbar circuits, additional coordination and communication links are needed, which will increase the difficulty and costs. Therefore, the proposed scheme had a better performance than the existing technology described above.


Figure 12. Simulation results of the SDBR and crowbar circuits. (a) Stator voltage; (b) Active power; (c) DC bus voltage; (d) Rotor current; (e) DC chopper circuit action signal; (f) Inverter control signal of the crowbar circuit.
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6. Experimental Results


The steps taken to apply the method described in this paper to an actual system are shown in Figure 13.


Figure 13. The realization steps in an actual system.
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The realization steps can be described as:

	Step 1.

	
Get the parameters of the DFIG.




	Step 2.

	
The value range of the series braking resistor is calculated from (13)–(16) in Section 3.




	Step 3.

	
Select two brake resistance values according to the DFIG parameters and Figure 2 and Figure 3.




	Step 4.

	
Verify the heat capacity limit of the brake resistors by (17)–(18) in Section 3.




	Step 5.

	
Design the conditions and logic of the double resistors switching.




	Step 6.

	
Based on the basic structure of fuzzy control, the fuzzy controller of the double resistance SDBR is designed according to the steps proposed in Section 4.2.




	Step 7.

	
According to the designed parameters and controllers, the system of the double braking resistors is built.









The real-time simulation platform in the laboratory was built as shown in Figure 14. The major parts of the platform include a host computer, an RT-LAB real-time simulation device (Opal-RT, Montreal, QC, Canada), and a digital storage oscilloscope. RT-LAB is fully integrated with MATLAB/Simulink and supports a large number of input/output (I/O) cards. Firstly, compiling the model established in MATLAB, the corresponding C code can be formed. The second step is to allocate SM_ and SS_ subsystems to the corresponding target cores. The third step is to download the compiled C code to the allocated cores. Finally, the real-time simulation is performed.


Figure 14. Laboratory real-time simulation test platform.
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The first experimental situation was selected as the serious voltage sag in Section 5.2. The voltage dropped to 15% of its nominal value and the voltage dip lasted for 300 ms. Figure 15a and b shows the experimental results without and with the SDBR.


Figure 15. Experimental results in serious voltage sag. (a) Without the SDBR; (b) With the SDBR.
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The eventual experimental results show that the SDBR proposed in this paper could effectively improve the terminal voltage of the DFIG, limit the rotor current and DC capacitor voltage, and improve the output active power of the failure period. The experimental results also show that the SDBR could effectively improve the LVRT capability of the DFIG.



The second experimental situation was selected as Scene 1 in Section 5.3. The results of the experiment are shown in Figure 16.


Figure 16. Experimental results in scene 1. (a) With the traditional SDBR; (b) With the proposed SDBR.
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It can be seen from the experimental results, under the premise of the requirements of LVRT, the double resistors braking method could reduce active power loss, and the fuzzy control method could accurately control the switching of the double resistors.




7. Conclusions


Based on fuzzy control, a double resistors braking method for SDBR is proposed in this paper. A theoretical analysis and simulation verification are conducted, and the detailed results are as follows:

	
A series SDBR on the stator side has a great influence on the open circuit voltage of the rotor, and there is a certain mathematical relationship between the stator and rotor voltage or current in the case of voltage sag. The suitable range of series resistance can be obtained by these relationships, and also by the heat dissipation capacity of the brake resistance of the SDBR.



	
The double resistance braking mode can reduce active power loss, reduce the work time of each resistor, and improve the service life of the resistors with the same LVRT performance.



	
An SDBR based on a fuzzy controller can selectively input different resistor sizes according to different system voltage sag levels. It can follow the system in real-time, and can accurately and flexibly control the system.
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