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Abstract

:

Since refrigerants applied to vehicle air conditioning systems exacerbate global warming, many studies have been conducted to supplement them. However, most studies have attempted to maximize the efficiency and minimize the environmental impact of the refrigerant, and thus, an air conditioning system without refrigerant is required. The vortex tube is a temperature separation system capable of separating air at low and high temperatures using compressed air. When applied to an air conditioning system, it is possible to construct an eco-friendly system that does not use a refrigerant. In this paper, various temperature changes and characteristics of a vortex tube were identified and applied to an air conditioning system simulation device. Additionally, an air conditioning system simulation device using indirect heat exchange and direct heat exchange methods was constructed to test the low-temperature air flow rate (yc), according to the temperature and pressure. As a result of the experiment, the temperature of the indirect heat exchange method was found to be higher than the direct heat exchange method, but the direct heat exchange method had low flow resistance. As a result, the direct heat exchange method can easily control the temperature according to the pressure and the low-temperature air flow rate (yc). Therefore, it was judged that the direct heat exchange method is more feasible for use in air conditioning systems than the indirect heat exchange method.
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1. Introduction


With rapid industrialization, the share of fossil fuels has increased significantly from the beginning of the industrial revolution to the present, and as means of transportation and efficient heating and cooling systems have been developed, more environmental pollution has been produced. Furthermore, the excessive use of refrigerant has caused environmental problems such as ozone layer destruction and global warming, and the ripple effects are accelerating. Accordingly, restrictions on the use of CFC (Chloro Fluoro Carbon)-based refrigerants have been strengthened, and R134a has been developed as an alternative. This refrigerant has been applied to facilities such as automobile air conditioning systems and household refrigerators. However, while R134a has an ozone depletion index of 0, its global warming index of 1430 is insufficient to compensate for environmental problems [1,2]. As an alternative to solve the problems associated with freon (CFC) used as a refrigerant in automobiles, research has been actively conducted, where one possible measure is the vortex tube [3].



The vortex tube was discovered by Ranque in 1928 and has since become widely promoted to the academic community by Hilsch [4,5]. Thereafter, modeling studies were conducted by Fulton, Stephan, Deissler and Permuter, Kassner, Upendra, and Gao et al. for energy separation, and models proposed by Fulton and Kassner have been widely accepted [6,7,8,9,10,11]. Hilsch et al. experimented to find nozzle diameters and low-temperature exit conditions for three cases of tube radii of 4.6 mm, 9.6 mm, and 17.6 mm. Westley et al. conducted a study on vortex tube dimensional conditions to find the ratio of the tube area of the low-temperature air outlet area to the tube area of the nozzle’s total area to spray compressed air into the tube [12]. Hartnett and Eckert et al. measured the tube velocity, pressure, and temperature distribution through experiments and found that the vortex tube had a high wall temperature and a low central temperature [13]. Takanama et al. designed the shape of a vortex tube with high energy efficiency by researching the relationship between the temperature and velocity distribution of air flowing in the vortex internal production chamber and the dimensions of the tube, nozzle, and low-temperature outlet orifice [14]. Comassar and Stepan et al. presented a single-flow vortex tube to evaluate the energy separation performance and confirmed that the counter-flow vortex tube performance was higher than the single-flow vortex tube [15,16]. Frohlingsdorf et al. analyzed energy separation and flow in a Ranque–Hilsch vortex tube using CFX, shear stress, and axial symmetry models [17]. Smith Eiamsa-ard et al. performed a thermal separation simulation of a Ranque–Hilsch vortex tube in a finite volume approach using a standard turbulence model and a logarithmic stress model (ASM) [18]. Skye et al. compared the performance predicted by the CFD model with commercial vortex tube experimental data and confirmed the industrial applicability of vortex tubes [19].



Until recently, studies on the industrial use of vortex tubes are ongoing, and experimental analysis of vortex tube energy separation phenomena and comparative analysis through models are continuously being studied [20,21,22,23]. B.E. Mtopi Fotso et al., and others, showed modeling and thermal analysis of solar generators equipped with vortex tubes for hybrid vehicles, showing the application of vortex tubes to vehicles [24]. Additionally, Hitesh R. Thakare et al. performed a technical and economic evaluation of the vortex tube’s industrial applications to show that the industrial use of vortex tubes is advantageous for shortening production cycles [25].



In this study, the vortex tube was found to be eco-friendly because it does not require a refrigerant; and because it is sufficiently applicable to air conditioning systems in the future automobile field, a study was conducted to integrate a vortex tube into a vehicle air conditioning system. The experiment was performed by dividing it into two parts: an indirect heat exchange method and a direct heat exchange method. In particular, among the factors affecting the energy separation of the vortex tube, the temperature is controlled by controlling the supply pressure (Pi), the nozzle area ratio (Sn), and the number of nozzle holes (Nh) of the vortex tube generator, and the low-temperature air flow rate (yc) is controlled using a throttle valve. We obtained the experimental data for the four basic and influential characteristics in the characteristic experiment, and based on this, analyzed the optimum temperature characteristics by installing them in heat exchangers of different shapes using the indirect and direct methods.




2. Experimental Approach


2.1. Principle of Vortex Tube


The vortex tube is an energy separation device that separates compressed air into hot and cold air samples without chemical reaction or combustion. The vortex tube has a simple structure, but the cause and phenomenon of energy separation are complicated. In general, Fulton’s theory describing the domains of free vortex and forced vortex is accepted. According to the theory, compressed fluid forms a free vortex with high velocity at the tangential nozzle of the tube.


  w  r 2  = c o n s t .  



(1)







At this time, as the flow proceeds toward the throttle valve, the free vortex is the result of friction between the fluid layers, and a forced vortex is formed in the center of the tube.


  w = c o n s t .  



(2)







Due to this change in flow type, momentum transfer occurs from the center of the tube to the wall, and the center of the vortex is cooled more than the outside. However, to achieve energy balance, heat is transferred to the inner layer; however, since the momentum transfer is greater than the transfer of heat, the outside air temperature rises as does the stagnant temperature, and air is discharged through the throttle valve as a high-temperature flow. At this time, the fluid inside drops to a lower temperature by losing momentum greater than the received thermal energy, and becomes a low-temperature flow with temperature lower than the inlet temperature; this air is discharged to the outside through the low-temperature outlet orifice. Figure 1 and Figure 2 clearly show the phenomenon of this vortex tube [26]. What is shown in the vertical direction in Figure 1 is a visual representation of the force magnitude in the vortex tangent direction.




2.2. Setup of Feasibility Study


In this study, the vortex tube device was applied to a vehicle air conditioning system. Therefore, through a basic experiment with an actual manufactured vortex tube, it was confirmed whether energy separation had been properly performed; also, the number of nozzle holes (Nh) of the vortex generator was changed according to the supply pressure (Pi) to change the temperature according to the low-temperature airflow ratio (yc). Schematics of the basic experimental device and the actual experimental device are shown in Figure 3 and Figure 4.



The specifications of the vortex tube produced in the experiment are shown in Table 1. The air conditioning system to be applied to the experiment was divided into two types: an indirect heat exchange method and a direct heat exchange method.



Compressed air that has undergone energy separation through the vortex tube first controls the temperature through a low-temperature and high-temperature valve, and this air is moved into the chamber through an indirect heater core where heat exchange is performed using a direct air conditioning filter. The temperature is measured. The heater core of the indirect heat exchanger used in the experiment is shown in Figure 5; the air conditioning filter of the direct heat exchanger is shown in Figure 6.




2.3. Experimental Apparatus


Figure 7 and Figure 8 show the schematic and actual experimental device for the indirect heat exchanger. Figure 9 and Figure 10 show a schematic of the direct heat exchange method and an actual experimental device. Configurations of the experimental device for the vortex tube can be largely divided into three types: a supply unit that supplies compressed air, a test unit that performs temperature separation experiments, and a control unit that controls the system. The supply section consists of an air compressor, air dryer, air surge tank, and pressure regulator, which supplies compressed air. The test section consists of a vortex tube and a throttle valve, thermocouple, pressure gauge, flow meter, etc., that can control the low-temperature air flow rate (yc). The control part is composed of a part that controls pressure and flow rate and a part that checks data from each temperature sensor. The air entering the inlets (shown in Figure 7 and Figure 9) is hot and cold air separated through the vortex tube; this air is supplied to each inlet. Table 2 shows the specifications of the device used in the experiment.



The compressed air produced by the compressor enters the surge tank. After enough air is present in the surge tank, it passes through the filter and is supplied to the vortex tube inlet. This phenomenon is a process that is conducted to catch the pulsation of the air generated by the compressor, and the following method was used to reduce the experimental error. Then, the supplied air passes through the vortex generator, and the vortex is generated inside the experimental apparatus. The generated vortex induces an energy separation phenomenon in the tube structure, and air separates into hot air and cold air and is discharged. Each type of air is then heat exchanged through the heater core. The air that has undergone heat exchange and the outside air are mixed in the chamber; according to the flow of the air, the experiment was performed by dividing it into indirect and direct methods. If there was no difference of 0.1 °C for 100 s, the temperature was determined to be in a normal state, and the corresponding temperature was measured. In addition, the reliability of the experimental results was secured through repeated experiments.





3. Results and Discussion


3.1. Temperature Change According to Pressure and Generator Nozzle


The temperature change according to the pressure in the vortex tube device and the number of nozzles of the generator was investigated. The nozzle area ratio of Sn = 0.142 was set using a commonly known standard. The nozzle area ratio is the standard of the vortex tube that is set to best separate high temperature air. In addition, since the vortex formed in the vortex tube varies depending on the inlet supply pressure, the experiment was performed between Pi = 0.5 kgf/cm2 and Pi = 5.0 kgf/cm2 at Pi = 0.5 kgf/cm2 intervals. For each experiment, the high-temperature air temperature difference ΔTh and the low-temperature air temperature difference ΔTc at low temperature air flow rate (yc) = 0.1~1.0 were measured. Results are shown in Figure 11, Figure 12, Figure 13, Figure 14, Figure 15, Figure 16, Figure 17, Figure 18, Figure 19 and Figure 20.



According to the experimental results, it was confirmed that ΔTh showed the highest high-temperature air from yc = 0.6 to 0.8 at high temperatures, and yc = 0.8 in the case of ΔTh, max as the pressure increased. In the case of low temperature, ΔTc showed the maximum low-temperature air from yc = 0.4 to 0.6, and in the case of ΔTc, max in the same case as the high temperature, yc = 0.5. As a result of these experiments, when the throttle valve on the high-temperature outlet is closed, yc increases and the flow cross-sectional area of the high-temperature outlet decreases. Therefore, the air at the high-temperature outlet flows back to the relatively low-temperature outlet, and the central flow becomes smooth. Additionally, when yc relatively decreases, the flow cross-sectional area of the high-temperature outlet becomes wider, and ΔTc tends to increase because the stagnation point in the vortex tube moves more toward the high-temperature outlet than it does when yc increases. It was judged that ΔTh and ΔTc increased because of active energy separation due to increases in momentum transfer between the central flow and the flow near the wall due to the change in yc. Through the experiments, it was found that ΔTh and ΔTc increased in a similar manner as the inlet pressure (Pi) flowing into the vortex tube increased. As the inlet pressure increased, the flow rate increased, and so the energy loss of the flow decreased, regardless of the number of nozzles, and the energy separation phenomenon became relatively large. This experiment trend showed similar tendencies of low-temperature outlet flow rate and entire pressure section, just as in Stephan [7]. Table 3 shows the ΔTh, max and ΔTc, max values of yc, and the number of nozzles depending on the pressure; in the case of Th, it can be seen that the number of nozzles varied from inlet pressure Pi = 0.5 to 2.0 kgf/cm2. However, after Pi = 2.0 kgf/cm2, it can be seen that the number of nozzles appears constant; in the case of Tc, the number of nozzles seems to change at Pi = 1.0 kgf/cm2. Overall, in the case of Th, the temperature was highest at yc = 0.8, and the nozzles were found to be efficient when they had seven holes. Tc was found to have its lowest temperature at yc = 0.5, and the number of nozzles was found to be efficient at seven.




3.2. Discharge Flow Rate and Temperature Difference between ΔTh, max and ΔTc, max According to Pressure


As an initial experiment, we tried to determine the total flow rate according to the supply pressure. The table that summarizes the data according to the number of nozzles is shown in Figure 21.



The nozzle cross-section (Sn) of the generator was selected as a high-temperature type. As a result of experiments on low-temperature and high-temperature type nozzles, the temperature difference was found not to be large in the low-temperature region, but showed a difference of about 8 °C in the high-temperature region. This phenomenon is considered to be due to an increase in flow resistance because the cross-sectional area of the high-temperature nozzle has a smaller area ratio than that of the low-temperature nozzle. This can be seen in the nozzle cross-section experiment [27]. The purpose of this experiment was to determine the conditions for effective temperature separation characteristics with minimal flow. Like in the basic experiment, the supply pressure between Pi = 0.5 kgf/cm2 and Pi = 5.0 kgf/cm2 to the vortex generator was set at the interval of Pi = 0.5 kgf/cm2. In the experiment, it can be seen that the discharge flow rate increased proportionally as the inlet supply pressure increased, regardless of the number of generator nozzles. Under the same pressure condition, the number of nozzles tends to slightly increase as the size of the nozzle decreases, which means that when the generator’s nozzle cross-section (Sn) is the same, as the number of generator nozzles decreases, the nozzle inner diameter (Dn) of the nozzle cross-section (Sn) increases. Therefore, it is considered that the total discharge flow rate increases because the flow resistance of compressed air, through which the supply pressure flows through the generator nozzle, decreases. From the experimental results, according to the number of nozzles and the supply pressure of the vortex generator, the maximum high-temperature air temperature difference (ΔTh, max) and the maximum low-temperature air temperature difference (ΔTc, max) under each condition are determined and shown in Figure 22.



As a result of the experiment, most high-temperature and low-temperature air temperature separation characteristics showed good efficiency under certain conditions in the case of the seven nozzles, but there was not a large difference in temperature. Furthermore, it can be seen that for the temperature separation characteristic, the maximum high-temperature air temperature difference (ΔTh, max) and the maximum low-temperature air temperature difference (ΔTc, max) changed significantly as the supply pressure increased. The high-temperature air of the seven nozzles with high efficiency changed from 7.99 °C when the maximum hot air temperature difference (ΔTh, max) Pi = 0.5 kgf/cm2 to 60.51 °C when Pi = 5.0 kgf/cm2, and showed a temperature difference of 52.52 °C. The low temperature air varied from −5.57 °C when the maximum low temperature air temperature difference (ΔTc,max) Pi = 0.5 kgf/cm2 to −36.33 °C when Pi = 5.0 kgf/cm2, and showed a temperature difference of 30.76 °C. The result of this experiment provides information for the application of a vehicle air conditioning system. Current air conditioning systems for vehicles have values of Pi = 2.5 kgf/cm2 to Pi = 5.0 kgf/cm2, where the temperature change is constant in a vehicle with an air conditioning system using a refrigerant. Based on the experimental results, it is considered that controlling the flow rate and temperature values required for heating and cooling by checking the discharge flow rate and the temperature difference between the hot and cold parts is a key point.




3.3. Temperature Control of Indirect Heat Exchange Method According to Pressure


To measure the temperature of the indirect heat exchanger, between Pi = 0.5 kgf/cm2 and Pi = 5.0 kgf/cm2 and Pi = kgf/cm2 were set based on the number of nozzles of the vortex generator, which was the most efficient in the basic experiment. In the high-temperature type device, the experiment was conducted at a section yc = 0.6 to 0.8 at a point where the efficiency of the low-temperature air flow rate (yc) was good; the experiment was conducted at yc = 0.4 to 0.6 for a section of low-temperature type. Figure 23 shows these results graphically. As in the basic experiment, it can be seen that the vortex tube increases in efficiency with increasing pressure. In the experiment, the value of Taoc (°C) is the point at which the temperature of both the vortex tube cold and hot outlets passes through the heater core. Additionally, the value of ΔTac (°C) was expressed by measuring the temperature of the flow flowing into the front and rear ends of the chamber surrounding the heater core. In the case of Taoc (°C), the temperature was measured by comparing the low-temperature air flow rate (yc) of the flow. In the low-temperature region, the temperature difference of Taoc (°C) was not large, but it was 21.84 °C when Pi = 0.5 kgf/cm2 at yc = 0.6, where the efficiency was best in proportion to the discharge flow rate, and when Pi = 5.0 kgf/cm2. The temperature difference changed to 9.87 °C and showed a maximum temperature difference of 11.97 °C. The value of ΔTac (°C) was also measured using the low-temperature airflow ratio (yc), and the temperature difference was similar to Taoc (°C). The value of ΔTac (°C) showed values of −0.03 °C when Pi = 0.5 kgf/cm2 at yc = 0.6, and −11.92 °C when Pi = 5.0 kgf/cm2, resulting in a maximum temperature difference of 11.95 °C. Through this, the low-temperature measurement of the indirect heat exchange method according to the pressure, yc = 0.5 was excellent in the basic experiment, but when heat exchange was performed, the resulting value of yc = 0.6, which indicates a relatively large discharge flow rate due to flow rate resistance, was the best.



As can be seen in Figure 24, the temperature difference was higher in the high-temperature region than in the low-temperature region. At yc = 0.8, the highest temperature of Taoc (°C), when Pi = 0.5 kgf/cm2, was 23.00 °C; when Pi = 5.0 kgf/cm2, this value changed to 38.79 °C, showing a maximum temperature difference of 15.79 °C. The value of ΔTac (°C) was measured through the low-temperature airflow ratio (yc), and the temperature difference had a result somewhat similar to that for Taoc (°C). At yc = 0.8, Pi = 0.5 kgf/cm2 showed a difference of 0.02 °C, and Pi = 5.0 kgf/cm2 showed a difference of 15.95 °C; the pressure difference resulted in a maximum temperature difference of 15.93 °C. However, in the high-temperature region of the indirect heat exchange method, it was confirmed that, unlike in the case at low temperature, the influence of pressure was large. In the case of yc = 0.8, it can be seen that the discharge flow rate is low and the temperature change is small until the pressure becomes Pi = 3.0 kgf/cm2; the pressure changes significantly after Pi = 3.0 kgf/cm2. Through these experiments, it is thought that the reaction rate of the heat exchanger will be higher than between yc = 0.7 and 0.8 in the indirect heat exchange method when yc = 0.6, which has a constant temperature change and a large discharge flow rate. Therefore, as a result of confirming the temperature difference according to the low-temperature air flow rate (yc) through an indirect heat exchange method that changes according to the pressure, it was determined that a value of yc = 0.6 is suitable for regions of both low temperature and high temperature.




3.4. Temperature Control of Direct Heat Exchange Method According to Pressure


To evaluate the temperature difference with the indirect heat exchange method using the vortex tube, the supply pressure between Pi = 0.5 kgf/cm2 and Pi = 5.0 kgf/cm2 was the same as that in the basic experiment using seven nozzles for the vortex generator under the same test conditions. The inlet pressure was set at Pi = 0.5 kgf/cm2 intervals. Furthermore, as the direct heat exchange method has a larger discharge flow rate than that of the indirect heat exchange method, experiments were conducted at yc = 0.3 to 0.8 for both the low-temperature type and the high-temperature type by increasing the section of the low-temperature air flow rate (yc). To make a difference from the indirect heat exchange method, a heater core that does heat exchange was not used. Figure 25 and Figure 26 are the results of experiments conducted in a direct manner in which compressed air, which has undergone temperature separation, enters the chamber directly and is discharged through an air conditioning filter. Through the experiments, the value yc = 0.6, which indicates the best efficiency at the exit of the low-temperature region, led to a value of Tco (°C) = 21.76 °C when Pi = 0.5 kgf/cm2; this changed to 9.87 °C when Pi = 5.0 kgf/cm2, resulting in a maximum of 11.89 °C ΔTah (°C). Through this direct heat exchange method, the low-temperature airflow ratio (yc) did not change between the indirect and direct heat exchange methods. As a result of an experiment that involved adding yc = 0.3, 0.7, and 0.8 of Tco (°C) in the direct heat exchange method, it was confirmed that the efficiency decreased as the pressure increased because the flow rate was insufficient in the low-temperature region, similar to the cases of yc = 0.6, 0.7. It was confirmed that Tho (°C) produces a high-temperature region and has a resulting value similar to that of the indirect heat exchange method and similar to the value of the low-temperature region. The efficiency at Tho (°C) was the best at yc = 0.6; when Pi = 0.5 kgf/cm2, it was 22.97 °C. Additionally, when Pi = 5.0 kgf/cm2, it changed to 34.66 °C and showed a maximum temperature difference of 11.63 °C. Comparing the two areas, when the ratio of the discharge flow rate became high (yc = 0.3 to 0.4), it showed a trend similar to that in the basic experiment. This is because the supply pressure increases as the discharge flow rate increases in the high-temperature region, thereby increasing the flow rate discharged to the high-temperature outlet stage. Therefore, heat loss in the high-temperature chamber decreased, and the amount of temperature change decreased.





4. Conclusions


Using a vortex tube, a basic experiment was conducted to investigate the temperature separation phenomenon according to the number of nozzles of the generator according to the supply pressure (Pi) and the low-temperature air flow rate (yc). In basic temperature difference experiments, the following conclusions were obtained using indirect and direct methods with a heater core that can be applied to a vehicle air conditioning system.



1. When the supply pressure between Pi = 0.5 kgf/cm2 and Pi = 5.0 kgf/cm2, the maximum high-temperature air temperature difference (ΔTh, max) appeared at yc = 0.8, and the maximum low-temperature air temperature difference (ΔTc, max) appeared at yc = 0.5.



2. Using 4, 5, 6, 7, and 8 nozzles in the vortex tube generator, the maximum high-temperature air temperature difference (ΔTh, max) and the maximum low-temperature air temperature difference (ΔTc, max) appeared for the maximum number of seven nozzles of the vortex tube generator.



3. The total discharge flow rate was tested by setting the supply pressure between Pi = 0.5 kgf/cm2 and Pi = 5.0 kgf/cm2 at intervals of Pi = kgf/cm2 at the nozzle area ratio Sn = 0.142 (high temperature type). The discharge flow rate tended to increase in proportion to the pressure increase; and, as the number of nozzles of the generator decreased, the nozzle inner diameter (Dn) increased, resulting in four nozzles having the highest discharge flow rate.



4. In the indirect heat exchange method, efficiency was best at yc = 0.8 in the high-temperature region, and at yc = 0.5 in the low-temperature region.



5. According to the results of temperature measurement in the indirect heat exchange method, Taoc (°C) changed from 21.84 °C to 9.87 °C when the pressure was between Pi = 0.5 kgf/cm2 and Pi = 5.0 kgf/cm2 in the low-temperature region at yc = 0.6 and in the high-temperature region at yc = 0.8. Taoh (°C) showed a maximum change of 15.79 °C, from 23.00 °C to 38.79 °C.



6. In the direct heat exchange method, the flow rate was slower than in the indirect heat exchange method, so the discharge flow rate was large; the area of the low-temperature air flow rate (yc) was measured at yc = 0.3~0.8. Excellent results were obtained in the two regions at yc = 0.6. Unlike in the indirect method, yc = 0.6 was excellent at high temperature, and seems to have been affected by the discharge flow rate.



7. According to the temperature measurement results using the direct heat exchange method, when yc = 0.6 and between Pi = 0.5 kgf/cm2 and Pi = 5.0 kgf/cm2, Tco (°C) changed from 21.76 °C to 9.87 °C and its maximum difference was 11.89 °C. Additionally, Tho (°C) showed a maximum change of 11.63 °C from 22.97 °C to 34.66 °C.



To conclude this study, the temperature difference between the indirect heat exchange method and the direct heat exchange method showed a maximum value of about 4 °C in the high-temperature region; the temperature difference in the low-temperature region was insignificant. Although the indirect heat exchange method looks slightly better when comparing the time to reach normal temperature, the indirect heat exchange method takes about four times longer than the direct heat exchange method, and the direct heat exchange method seems to have an excellent reaction speed. This is because the use of an indirect heat exchange type heater core induces flow velocity resistance, and the heat exchange of the heater core is performed only with air. However, when applied to an air conditioning system, the indirect heat exchange method, using external air or internal air, can implement a filter to reduce foreign substances; however, in the direct method, compressed air can be filtered only through the air conditioning filter. It is thought that it may be necessary to solve this problem. Therefore, for a vehicle air conditioning system, a direct heat exchange method with low reaction speed and low flow resistance can be used and, in the case of low-temperature airflow ratio (yc), a value of yc = 0.6, with high efficiency in both the low temperature and high-temperature regions, will subsequently be used in the air conditioning system of an eco-friendly vehicle. It is judged that this system can be applied and used effectively.
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Nomenclature




	A
	The rate of vortex flow coming inside [L/min]



	c
	Constant



	D
	The inner diameter of the vortex tube [mm]



	dc
	The diameter of cold end orifice [mm]



	Dn
	The inner diameter of nozzles [mm]



	L
	Tube length [mm]



	Pi
	The pressure of inlet air [kgf/cm2]



	Q
	Mean air flow rate [L/min]



	Sn
	Nozzle area ratio(nozzle sectional area/vortex tube sectional area [-]



	T
	Static temperature [K]



	∆Tac
	The temperature difference between inlet air and cold outlets air for chamber [°C]

(∆Tac = Taoc − Tai)



	∆Tah
	The temperature difference between inlet air and hot outlets air for chamber [°C]

(∆Tah = Taoh – Tai)



	Taoc
	The temperature of outlets cold air for chamber [°C]



	Taoh
	The temperature of outlets hot air for chamber [°C]



	Tc
	The temperature of cold air [°C]



	∆Tc
	The temperature difference between inlet air and cold air [°C]

(∆Tc = Tc – To)



	∆Tc, max
	The maximum temperature difference between inlet air and cold air [°C]



	Tco
	The temperature of cold outlet air for after passing the fan [°C]



	Th
	The temperature of hot air [°C]



	∆Th
	The temperature difference between inlet air and hot air [°C]

(∆Th = Th – To)



	∆Th, max
	The maximum temperature difference between inlet air and hot air [°C]



	Tho
	The temperature of hot outlet air for after passing the fan [°C]



	Tai
	The temperature of inlet air for chamber [°C]



	∆Tw, max
	The maximum temperature difference between inlet air and hot wall [°C]



	yc
	Cold air mass flow ratio (cold air mass flow/inlet air mass flow)



	w
	Angular velocity [L/s]



	r
	Diameter radial direction







Subscript




	c
	Cold air



	h
	Hot air



	I
	Inlet air



	max
	Maximum



	N
	Nozzle and number
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Figure 1. Cross-section of the vortex tube in the “free” and “forced” vortex flow. 
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Figure 2. Supposed flow pattern and energy flow in the counter flow type. 
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Figure 3. Schematic diagram of the vortex tube system. 
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Figure 4. Photograph of the experimental apparatus for the vortex tube. 
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Figure 5. Indirect type heater core. 
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Figure 6. Direct type air conditioning filter. 
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Figure 7. Schematic diagram of the indirect heater core. 
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Figure 8. Photograph of an indirect experimental device with a heater core. 
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Figure 9. Schematic diagram of the direct air conditioning filter. 
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Figure 10. Photograph of the direct experimental device with air conditioning filter. 






Figure 10. Photograph of the direct experimental device with air conditioning filter.
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Figure 11. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 0.5 kgf/cm2. 






Figure 11. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 0.5 kgf/cm2.



[image: Energies 13 05227 g011]







[image: Energies 13 05227 g012 550] 





Figure 12. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 1.0 kgf/cm2. 
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Figure 13. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 1.5 kgf/cm2. 
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Figure 14. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 2.0 kgf/cm2. 
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Figure 15. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 2.5 kgf/cm2. 
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Figure 16. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 3.0 kgf/cm2. 
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Figure 17. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 3.5 kgf/cm2. 
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Figure 18. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 4.0 kgf/cm2. 






Figure 18. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 4.0 kgf/cm2.
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Figure 19. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 4.5 kgf/cm2. 
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Figure 20. Temperature differences ∆Th and ∆Tc according to inlet pressure (Pi) 5.0 kgf/cm2. 
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Figure 21. Total discharge flow rate of intake air pressure by the number of nozzles. 
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Figure 22. Temperature difference ∆Th, max and ∆Tc, max according to the number of nozzle holes. 
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Figure 23. Indirect heat exchange method of ∆Taoc and ∆Tac according to pressure. 
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Figure 24. Indirect heat exchange method of ∆Th according to pressure. 
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Figure 25. Direct heat exchange method of ∆Tco according to pressure. 
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Figure 26. Direct heat exchange method of ∆Tho according to pressure. 
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Table 1. Dimension of the vortex tube.






Table 1. Dimension of the vortex tube.





	Parameter
	Value
	Unit





	Tube length (L)
	128
	mm



	Inlet diameter of vortex tube (D)
	9.8
	mm



	Inner diameter of nozzles (Dn)
	1, 1.2, 1.4, 1.7, 2.1
	mm



	Diameter of cold end orifice (dc)
	6
	mm



	Number of nozzle holes (Nh)
	4, 5, 6, 7, 8
	-



	Nozzle area ratio (Sn)
	0.142
	-
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Table 2. Range and uncertainly of the equipment used in the experiment.
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	Instrument
	Model
	Range
	Uncertainly





	Graphtec
	GL 840 Midi Logger
	-
	±0.5%



	Thermo-couple
	K-type
	−100 to 650 °C
	±2.5 °C



	Pressure sensor
	Dream31 (A-type) Dream
	−1 to 6 bar
	±1.5%



	Gas regulator
	Renown
	0–6 bar
	±2.0%



	Air compressor
	Renown
	20 HP
	-



	Air surge tank
	Renown
	280 L
	-
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Table 3. Th, max and Tc, max of yc and nozzle holes depending on the pressure.
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	Pi
	Th, max
	yc
	Nh
	Tc, max
	yc
	Nh





	0.5
	8.86 °C
	0.6
	5 hole
	−5.57 °C
	0.5
	7 hole



	1.0
	15.06 °C
	0.8
	7 hole
	−14.17 °C
	0.5
	6 hole



	1.5
	24.51 °C
	0.8
	6 hole
	−15.90 °C
	0.5
	7 hole



	2.0
	30.42 °C
	0.8
	4 hole
	−20.08 °C
	0.5
	7 hole



	2.5
	37.17 °C
	0.8
	7 hole
	−24.06 °C
	0.5
	7 hole



	3.0
	45.55 °C
	0.8
	7 hole
	−26.90 °C
	0.5
	7 hole



	3.5
	47.61 °C
	0.8
	7 hole
	−29.66 °C
	0.5
	7 hole



	4.0
	53.38 °C
	0.8
	7 hole
	−32.05 °C
	0.5
	7 hole



	4.5
	57.70 °C
	0.8
	7 hole
	−34.46 °C
	0.5
	7 hole



	5.0
	60.51 °C
	0.8
	7 hole
	−36.33 °C
	0.5
	7 hole











© 2020 by the authors. Licensee MDPI, Basel, Switzerland. This article is an open access article distributed under the terms and conditions of the Creative Commons Attribution (CC BY) license (http://creativecommons.org/licenses/by/4.0/).
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