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Abstract

:

Nowadays, one of the main sources of renewable energy is wind energy; therefore, a wind farm’s electricity system must be effective. As a result, wind farm (WF) equipment must continuously operate without failure or damage. To achieve this, it is necessary to regularly monitor and assess the reliability of WF systems at every point of their “life”, including design, implementation, and continued use. Three key goals are presented in the article. First, a theory of fundamental theoretical quantities that can be used in reliability and maintenance analysis is presented. The second is to put forth a theoretical reliability link between mean time to failure and WF system fitness probability (Mean Time to Failures (MTTF—Mean time between failures. MTTF = t1 + t2 + … + tn/m, where: m—the number of all failures at time T, ti—i—ty time to failure)). The third goal is to analyze the time to failure as a function of service life and to assess the dependability of the WF under consideration as a function of service life. The three-state model of the WF operation process presented in the research serves as the foundation for the analytical analysis of WF reliability. The probability of fitness (Po(t)) of the WF system and the mean time to failure were calculated based on the analytical quantities denoting this model (MTTF). The WF owner can make the best choice regarding the proper WF renewal actions with the help of knowledge of these current dependability values for an in-service WF system.
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1. Introduction


Modern technical facilities, especially PE equipment, are so complicated that managing (controlling) their operations call for a unique strategy. Additionally, these facilities aim to create new management structures and increase the capacity of the base for technical facility maintenance and repair. The aforementioned issues are now becoming difficult tasks that call for logical decision-making. This applies to technical military equipment, energy systems, medical systems, other systems, and perhaps many more. Thus, the operations of technical facilities should be geared toward keeping the highest level of technical efficiency for as long as possible.



The article discusses the issue of a simulation assessment of Wind Farm (WF) equipment reliability during operation. This article’s use of Mean Time to Failures distinguishes it from similar works (MTTF). A significant cognitive challenge is understanding how complicated technical items operate, such as the wind farm’s equipment and wind turbines (WTG) and electrical subsystems (Main PowerPoint). For WF users and owners, this issue is especially significant. The issue of how to carry out organizational and technical renewal tasks inside the WF equipment maintenance system must be addressed. Only a carefully planned system for WF renewal will allow for the best utilization of these facilities. Such research activities lead to creating trustworthy and suitable plans and policies for the management of PE facilities. The research has not taken a complete Mean Time To Failure (MTTF) approach to the problems listed above.



In the literature on reliability, it is described as the ability of an object to carry out specific tasks while maintaining the values of established performance indicators within specific bounds over time that correspond to specific modes and conditions of use, maintenance, repair, storage, and transportation. It is a quality that persists over time. Since the concepts of reliability and quality are closely related, issues with quality management are directly reflected in both concepts. A product’s reliability is an observable quality that can be assessed. The words “failure”, “probability of failure-free operation”, “failure rate”, etc., are introduced to measure reliability. Among the fundamental ideas in reliability, the theory is failure rate and reliability. The writers of the works [1,2,3,4,5] also state that reliability is understood as a product’s capacity to perform for an extended period of time. A complete or partial loss of product performance is referred to as a technical object’s refusal to operate. In their book Reliability, American authors D. Lloyd and M. Lipov state: “Reliability affects cost, time, and psychologically—in the form of inconvenience and, in some situations, also poses a threat to the safety of individuals and the country.” The costs of unreliability include both the cost of a unit that does not work and the cost of any equipment that goes wrong, wears out, or is destroyed.



Numerous reliability measures or numerical traits for evaluating reliability are documented in the literature. For instance, according to its service life, a product’s readiness factor, for instance, determines how likely it is that it will function at certain or random periods. It refers to the period of time when a product covered by a manufacturer’s warranty continues to meet the consumer’s expectations for quality, which is why this period is also known as the product’s “guaranteed life”.



Reliability theory is described in publications [6,7,8,9,10] as a branch of study based on probability and statistics that, like statistical quality control, can be broadly divided into three categories: “reliability mathematics”, “reliability engineering”, and “reliability management.” The focus of this article is reliability, and “dependability mathematics” is a tool and a language for explaining reliability. The term “reliability engineering” refers to a career that involves the design, development, testing, and verification of reliable systems, such as DNV GL, which is registered with the biggest classification society in the world and a classification society that has received worldwide accreditation. Each onshore and offshore substation is covered by DNG-ST-0145 [11].



Some studies [12,13,14] propose a novel method for evaluating the dependability of repairable technological objects: measuring time parameters (damage and repair times) on an actual working procedure. Damage times can be different based on a Weibull distribution, which is made up of a cumulative distribution function and a probability density function. One study [15] describes new methods for quantitative reliability assessment called Failure Modes and Effects Analysis (FMEA). This approach is a helpful tool for the quantitative assessment of reliability design [16]. When a distribution system causes a load point to shut down, the FMEA method is based on the reliability parameters and system architecture of the components of the distribution system. The FMEA method is based on the reliability parameters of distribution system components and system architecture and calculates system reliability indices based on the annual reliability index (λ), mean time to repair (MTTR), and mean time between failures (MTBF). This method produces a system dependability index that can be used in decision-making.



According to the literature [17,18,19,20,21,22,23], a power distribution system is made up of numerous pieces of electrical equipment, and any one of them failing can result in power outages. If a system is made up of several interconnected pieces, any one of them failing will result in the failure of the entire system [24,25,26]. The frequency of system outages and the anticipated length of outages per year, or the number of hours of outages per year under normal operation, are the two ways that reliability is most frequently described. Using commercial reliability software, overall system reliability indices for any node in the system are calculated to investigate the sensitivity of these indices to changes in parameters. Information is collected on instantaneous and continuous system downtime, component failures, and downtime rates. Using these results, the most reliable and cost-effective way to design an electrical system can be chosen.



The majority of work on the dependability of technical facilities [27,28,29,30] adopts a traditional reliability-focused approach. All departments can be successfully integrated to identify the causes of failure, effectively improve performance, and serve as the strategic basis for safety, availability, and operational economics in “reliability management” so reliability programs can successfully achieve their goals.



The articles by Nakagawa, Pokoradi, and others [31,32,33,34,35,36] discuss the problems with modeling the procedure of operating technical facilities. This study offers a mathematical strategy for simulating this process. The issue of a quality assessment of such a structured maintenance process is discussed in the essay. The study provides a simulation test program for that goal. The research program includes a characterization of the models of the operation processes of technical facilities, the establishment of test input data, which provides the quantities of the operation time of a technical object, being the summary duration time of the regeneration (repairs), and the use of the object. It also includes the determination of the indices of a qualitative assessment of the regeneration of the object in the operation process. The simulation tests on the effects of the operation process on the reclamation of a technical facility in an intelligent system, including an artificial neural network, are used as an example to support the findings of the study.



Operational analysis is required since the dependability is described in the studies by Dyduch, Epstein et al., and Siergiejczyk et al. [37,38,39,40,41,42,43,44,45,46,47,48,49]. They provide dependability and an operational study of intricate technical and non-technical facilities in their lectures, such as power systems in transportation telematics systems (PSSs in TTDs). The article presents various power supply system solutions, including PSS in a TTD, from primary and secondary sources. The bulletin lists and describes several solutions that are employed in power systems. The relationships that indicate the plausibility of the other system in a fully working state, in a security emergency, and in a state of a safety emergency can then be determined. A qualitative examination of PSS in TTD was conducted, and the quality ratio for supply continuity was evaluated. This index enables “Continuity Quality Of Power Supply” (the CQoPS) to show how it is dependent on more than just reliability to provide a high-quality supply. The example uses three observations that each have an impact on quality to demonstrate how to compute the CQoPS factor for both the primary and backup supply. Other public facilities can make use of the principles offered for qualitative and reliability-operational modeling of PSS (including those classified as crucial infrastructure).



Research methods based on the usage of the Kolmogorov–Chapman equation are used by researchers on the issues of the dependability and quality of the operation of systems and complex technical objects in the majority of publications [50]. These techniques are described in [51]. These studies employ the availability coefficient (Kg(t)) as a qualitative measure of the operating process. Another useful strategy for making this assessment could be to convert the calculated value of the readiness function or coefficient Kg(t) into a measure of the likelihood that the object being tested will be in a fit or functional state. The use of new functions developed by the authors for assessing reliability issues and the operation process of systems and complex technical objects, such as (Fc(t)): the quality of a qualitative assessment of the facility’s operation process and (Fch(t)): the absorption function of the operation process constitutes the innovation of our article and the topic covered herein. In this article, these two variables are only used to judge the reliability of the technological systems and facilities.



The issues raised in our essay will be resolved in the manner that follows. In the second part of the paper, potential equipment reliability numbers for the Wind Farm (WF) will be given. These numbers can be used to make operational decisions or judge how well the procedure for updating operational characteristics works. The difficulties of employing Kolgomorov–Chapman equations to simulate the use and functioning of wind farm equipment will be discussed in the third section of the essay. The article’s main research section is part four. In the fourth part, both the size of the Mean Time Between Failures (MTBF) and an analysis of it will be used to look at the quality of the operation-renewal process of wind farm equipment.




2. Reliability of a Technical Object after Its Regeneration in a Maintenance System


After regeneration (restoring its operating qualities) in a maintenance system using data from an artificial neural network, a technical object performs its tasks (the required function), as well as a “new” object would have once it had been put to use. The structure of a maintenance system must be designed in an appropriate (logical) manner in order to satisfy these objectives. The author’s publications [51] present, among other things, the theoretical underpinnings and applications that are used to build the best possible structures of maintenance systems for technical objects referred to as “continuous operation objects.” The operational and dependability features of those technological objects that were formed in maintenance systems and that work under unique circumstances, such as a finite amount of time for the execution of preventative operations, etc., call for constant recognition to be maximized. Durability is a characteristic that describes how well most technical objects can do their jobs.



Definition 1. 

The ability of a technological object (τ) to be employed continuously during operation is referred to as durability. The rate of aging and wear has a direct impact on an object’s durability [52,53,54,55,56,57,58,59]. The parameters of the environment in which these technical items are found during their operation determine the speed of these processes, which often occur in technical objects (use). The duration from the time the object was first used and the point at which it ceased to fulfill its intended function is the durability dimension as a measure that describes the object’s operational attributes (the tasks assigned to it). This time, a continuous random variable (τ) that accepts values between (0, ∞) is used. The strength of an object’s structural (or functional) components determines how long it will last. The durability of the item after regeneration is not poorer than the durability of a “new” object that has only been used when trivalent logic is used in the diagnosing process and when the object is regenerated so as to be found in a condition incomplete use. A similar quality is the longevity of items in the same class or category. It is agreed that the same distribution of the random variable (τ) may be used to describe the durability of objects that are members of the same population (class of objects). The distribution of the random variable (τ) operating characteristics, including its durability and reliability.





The chance of carrying out a predefined task in a given amount of time under a given set of circumstances is known as reliability. The reliability (durability) function of an object in a maintenance system (R(t)), which was provided in the following manner, is an artificial neural network that provides the fundamental characteristics to describe the operational and reliability properties of a technical object after regeneration in a maintenance system built on the basis of data from an artificial neural network:


  R   t   = P ( τ ≥ t )  



(1)




where: R(t)—the function of an object following regeneration in a maintenance system that is reliable (durable), t—the duration of an object’s use, τ—a technical object’s durability is considered to be good when there is a sufficient amount of time between the emergence of a fault and the state of incomplete operation.



Definition 2. 

The durability of an object is one of the reliability attributes specified by the function of reliability (durability) of an object that was developed in a maintenance system (R(t)) using data from an artificial neural network. This is the likelihood that a technical object’s (Fc(t)) operational (reliability) quality, as stated using the time (τ), will be equal to or greater than the moment (t). A unit represents the likelihood that a “fresh” object or one that has undergone a complete regeneration will be used in a maintenance system. Then, we say that a technical object is doing its job to the best of its ability.





The quantity of the function of the object’s unfitness can be expressed in the form shown below if the density function of the object’s fitness for use, f(τ), is to be used to describe the operational aspects of the object:


  F   t   =   ∫  0   t    f   τ   d t    



(2)







The likelihood of carrying out a predefined function in a given amount of time under a given set of circumstances is what reliability is defined as. The following is an expression for the reliability function:


  −   d R   t     R   t     = λ   t   d t  



(3)







Including from 0 to t gives:


  −   ∫  1   R   t        1   R   t       d R   t   =   ∫  0   t    λ   t   d t    



(4)







Since R(t) = 1 at t = 0, can be written as:


  l n R   t   = −   ∫  0   t    λ   t   d t    



(5)







Therefore, the reliability function can be rewritten as:


  R  ( t )  = e x p   −   ∫  0   t    λ   t   d t      



(6)




then the failure’s probability density function f(t) can be expressed as:


  f   t   = λ   e   − λ t   = λ R ( t )  



(7)







The most fundamental mathematical representation of reliability, known as the exponential distribution, is dependency (6). In reliability engineering, the most common function is the reliability function, which shows how likely it is that a project will run well for a certain amount of time.



The functions of damage density and damage intensity are of major importance for many research topics because they indicate the regional peculiarities of the object’s use over the course of its “life” (t). They speak of the likelihood that things will be either unsuitable or fit in the time range between <0 and t>, respectively.




3. Three-State Operational Process Model of Wind Farm Devices


Any complicated technical object has multiple processes, each of which is made up of a subset of the service condition and a subset of the service state. The relationship between the transitions between the stages emphasized in the operating process of the object under investigation is difficult to articulate. A detailed investigation and understanding of the real operation process of the wind farm equipment are required for the determination of data for simulation tests. The most challenging work in the operation of each facility is to develop a model of the structure of the facility’s operation process in its chosen form (analytical or graphic). By evaluating the built facility operation process and figuring out how the different operating states relate to each other, one can produce specific dependability values that describe this model.



This work demonstrated that a three-state model accurately describes the operation of wind farm equipment. So, for the WF research that was not waterproof, a three-state model was used to explain how it worked.



The object can be in one of the following states, as shown by an analysis of the methods used to change the states of the object according to the model in Figure 1:




	
S0—using the technical tool,



	
S1—preventative maintenance,



	
S01—unplanned upkeep: S0 with intensity μ in the fit condition.








In the model, the relationships between states imply (Figure 1):




	
λ—Interpretation of the system’s intensity of transition from state S0 to state S1,



	
μ—Only interpretations of the system’s intensity of transition from state S1 to state S0 and from state S01 to state S0,



	
λ1—The intensity of the system’s transition from state S0 to state S01,



	
μ1—A calculation of how much the system has changed from S01 to S0.








In order to conduct a qualitative analysis of how the wind farm device works, the following assumptions were made about how the structure is put together:



State S0—this is the condition in which the WF equipment is producing power effectively. In the state (S0), the WF equipment system is fully functional technically. Such a state exists only when the WF objective function is satisfied, and the WF energy efficiency is 100%. Figure 1 depicts the operating model. When a fault or damage occurs in the WF, the WF changes its state to damage intensity (λ) and displays (S1).



State S1 is the condition in which WF equipment is being used inefficiently. The WF power system’s efficiency in the state (S1) is critically low—below 100%. The required function of the WF system is only partially (partially) accomplished, making it fundamentally inoperative (S1). WF equipment that is in the state of S1 must undergo repairs and have any existing faults fixed. If malfunctions were the cause of the transfer to this state, then WF would shift to the state with the intensity of repairs (µ) once the defects and malfunctions have been fixed (S0).




4. Reliability Testing of Wind Farm Devices Based on the Mean Time to Failures


4.1. Reliability Testing of Wind Farm Devices


When various operational and reliability data changed, it was possible to swiftly determine the values of indicators representing the states of the investigated WF system. For the analysis, the level of repairs and damage to the installations, as shown in Table 1, was taken into account.



Using Equation (10), the information in Table 1 and the chance that the tested system will stay in each of its many operating states for an exponential distribution, the following probabilities can be found:




	
One year was allotted for the testing of the railroad video monitoring system:


t = 8760 (h)



(8)







	
There is a probability that the evaluated video surveillance system will continue to function properly in S1 condition for a year:


    P   0     t   = 0.9983192  



(9)












For the simulation study, the relationship 6 was used. On this basis, the relationship R(t) was calculated, which is practically the probability (    P   0     t    ) of fitness of the wind farm equipment in its operation process. For the adopted input data for simulation studies contained in Table 1, the value of (    P   0     t    ) was determined (Figure 2) for t = 8760 [h].




4.2. Reliability Testing of Wind Farm Devices Based on the Mean Time to Failures


The average uptime is a number that can be used to measure how reliable a technical facility is.



Definition 3. 

The period of time between the completion of a technical object’s repair (renewal) and the moment (t) of the next damage is known as the average time of failure-free functioning of a technical item (failure). The size of the relationship shows how long a technological object works without breaking down, on average:


   MTTF =     ∑  i = 1   k      P   i     ( t )     ∑  i = 1   k      ( P   i   ( t )   ∑  j = 1   k      λ   i , j   )         



(10)




where:




	
Pi—the likelihood that the system is functioning properly.



	
λi,j—is the speed at which a system changes from being fit to being unfit.










The reliability function and the time-to-failure probability density function based on the duration of the complete time interval of the equipment’s operation can be defined as the time-to-failure distribution function in the studies detailed in the works. A common instantaneous failure rate function can be obtained by combining the reliability probability function and the time-to-failure probability density function. The MTTF and MTBF factors are applied to the expression of MTTF and MTBF, respectively, depending on whether the system failure is repairable or unrepairable. In other words, it is typically considered that a broken system can be fixed when employing MTBF. MTTF is frequently utilized if a flawed system cannot be rectified. Formulas for the parameters used to derive dependability theory, which is explained in the subsections of Section 2, can be used to make graphs that show how the relationships work.





5. Discussion


Reliability probability (Po(t)) and MTTF factor are the focus of the article’s research on the WF system’s reliability quantities. The two studied quantities (availability) affect how reliable technical facilities are and how ready they are for use.



Reliability is the primary factor included in the majority of studies on the operations of complicated technical objects that are given in the literature. In the literature, dependability and probability are frequently used interchangeably. The definitions given in Section 2 of the article clarify the distinction between these quantities. The reliability function of complicated technological items is the best way to tell if a PE system can still do its job after being used for a long enough time in the operation process.



The use of MTTF time to assess the dependability of WF in time, which is the yearly cycle of WF operation, where “one annual duty cycle is equal to 1 year of operation of WF equipment”, is novel in this article compared to earlier works on reliability testing of technical facilities. Therefore, the average number of [h] in a year of WF equipment operating is 8000. The dependability of the WF system (Ro(t) = 0.81764) is evident from the study of the acquired WF reliability data presented in the figure for the WF use period equal to (12 duty cycle = 4000 [h]). Additionally, assuming the dependability of (Po(t) = 0.81764), it can be deduced that 80% of the jobs needed by the WF system are realized. On the other hand, the reliability of the WF system is (Po(t) = 0.717864) for a WF lifespan equal to (1 WF duty cycle = 8000 [h]). It can be said that the utility features of the WF in the form of electricity production are good for the reliability value (Po(t) = 0.677864). (at a rate of 71%). These amounts are vastly different from the WF system’s capacity for producing power, which has a maximum level of dependability like a brand-new WF system that has just started operating. With knowledge of the WF system’s calculated reliability value for a specific period of use, the WF user can take the necessary actions to improve the WF’s utility attributes or reliability. A particular operational approach must be used in order to keep the technical state of WF equipment at all times during operation at a high degree of reliability.



MTTF was the second reliability metric for the WF system that was examined (Mean Time to Failure). Many publications regard the size of the MTTF as a fundamental indicator of WF system reliability. According to published research, the more reliable the technical system is, the greater the MTTF time value. Publishing the MTTF time with an equal sign between it and the so-called “service life (time)”—the approximate number of operational hours after which a system breakdown occurs—is a common but unfounded assumption. However, it is common to say that an MTTF factor with a value of many hours shows that the system can run continuously for a long time, which is not entirely true.



The dependability study of the WF system utilizing MTTF time is another novel aspect of this article compared to earlier works. As a result of variations in the length of time (t = <0; 8000 [h]) that the WF system was used, the investigation of MTTF time magnitude was conducted. In terms of how it affects how well the WF system works, the MTTF value is of a size that very accurately shows any changes (actions) in technical, organizational, SERV system application, service personnel training, spare parts availability, and other areas.



The reliability research findings for the WF system are represented visually in Figure 3 as MTTF time. As the operating time (t) grows, the values of the MTTF coefficient drop, as can be seen from the examination of the reliability information in the figure. The graph in Figure 3 demonstrates that the MTTF coefficient is equal to 0.8567 for a value of time (t = 1000 [h]). Practically speaking, this coefficient’s value means that the WF system will run faultlessly for 856.7 [h] for a WF running duration of (t = 1000 [h]). However, the value of the factor (MTTF = 0.41987) for a value of time (t) equal to (1/2 of the yearly duty cycle, t = 4000 [h]). According to this scenario, the WF system will function faultlessly for 419.87 [h] for a WF consumption period equal to (t = ½ of the WF’s yearly operation cycle = 4000 [h]).



According to the WF system’s reliability studies, the dependability probability (Po(t)) and MTTF value include important information for managing the process of enhancing the use of the system’s efficiency at each moment. According to the study’s findings, the most effective methods for replacing wind farm equipment are those in which the WF system is used for an extended period of time without experiencing any problems (damage). Therefore, it can be inferred that a strategy for updating WF systems that reduces the expense of implementing the procedure for maintaining or updating operational features is successful (reduces WF downtime). Continuous repair cost reduction is necessary to maintain the serviceability or operational readiness of WFs. The reduction in the time required to refresh these devices is closely correlated with the WF repair costs. The findings of this study suggest that employing a SERV system in this procedure can shorten the time needed for WF renewal. As a result, the SERV system can significantly shorten the time it takes to replace WF equipment. The SERV system organizes the process of replacing WF equipment so that only the necessary parts of the WF system are replaced, and even then, only to a certain extent.



This article presents the problem of assessing the reliability of an engineering system already in the design phase. Engineers in this project use empirical values or performance factor data of materials and equipment from various suppliers [60]. Knowledge of these quantities is the basis for conducting reliability assessments of a subsystem or the entire system. In general, the reliability of a wind farm during commissioning can meet specifications. However, equipment failures, system malfunctions or other unforeseen circumstances are inevitable during the extended warranty period. In addition to the immediate loss of electricity sales, it is difficult to estimate the loss of the wind farm brand due to the reduced reliability of the wind farm. On the other hand, offshore wind farms, for example, require higher reliability but have lower maintenance costs compared to onshore wind farms. For this reason, the wind farm project team should conduct more on-site maintenance scenarios for different wind farm environments to further improve the maintenance rate.




6. Conclusions


Wind farm equipment (onshore and offshore) is a complex technical facility that operates continuously. If WF equipment is not operating usefully, then it may be damaged or be in a state of operational readiness for operation. Maintaining the technical condition of these facilities at a good level of their operational characteristics requires the use of an effective operational strategy. The policy for renewing (maintaining the state of fitness) wind farm equipment consists of continuous improvement. The main essence of this strategy for operating a WF is to organize its renewal in such a way as to minimize the cost of implementing the renewal of operating characteristics with the greatest possible efficiency. Reducing the cost of the repair process is directly related to reducing the duration of the process of renewing these devices. The problem of minimizing the cost of the process of renewal of operating characteristics is constantly in the literature. The development of a proper and rational policy for the process of servicing wind farm equipment is a costly and difficult task to implement.



The reliability study of the WF system using the adopted MTTF time makes this article unique compared to other studies. The duration of the MTTF time was examined in the paper as a function of variations in the WF system’s operating time (t). The study covered variations in service time up to one yearly cycle of WF operation, or time (t = 8740 [h]), which was used as the unit of analysis.



Future studies by the authors in this field will focus on figuring out how reliable wind power systems are depending on their current operating conditions (damage times, repair times, and others). On the foundation of this work, future research will examine how artificial intelligence (SERV system) might support and anticipate preventive approaches. Future studies are anticipated to facilitate effective restoration organization by reducing the frequency of maintenance, early replacement of damaged parts at ideal times, and operating and renewal costs.
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Nomenclature




	F(t)
	The cumulative distribution function of the time to failure



	f(t)
	The probability density function of the time to failure



	λ(t)
	Instantaneous failure rate function



	R(t)
	Reliability function



	MTBF
	Mean time between failure



	MTTF
	Mean time to failure



	MTTR
	Mean time to repair



	M(τ)
	Maintainability function



	Kg(t) or Kg
	The average value of availability function or factor Kg



	Fc
	The quality function of the object’s operation process



	Fch
	Function of the object operation process



	λ
	Damage intensity



	t
	The time of operation process



	μ
	Repair intensity



	λ1
	Intensity of type I inspections



	μ1
	Type I operational maintenance intensity



	λ2
	Intensity of type II inspections



	μ2
	Type II operational maintenance intensity



	P0
	Probability of the system being in state S0



	P1
	Probability of the system being in state S1



	P01
	Probability of the system being in state S01



	P10
	Probability of the system being in state S10



	WPPES
	Wind power plant expert system
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Figure 1. An illustration of how to operate the machinery at a wind farm. 
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Figure 2. Graph of changes in the probability of the analyzed values of the WFD system remaining for a period of 1 year—own study. 
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Figure 3. Relationship between MTTF and maintenance M. 
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Table 1. Metrics for system dependability.
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	Parameter
	Value [1/h]





	λ
	0.00001



	λ1
	0.00002



	μ
	0.0208



	μ1
	0.0416
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